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THRUST BLOCK DIMENSION - UPWARD THRUST

PIPE 11 1/4° BEND 22 1/2° BEND 45° BEND
SIZE| L w H G |[BAR | L w H G |[BAR | L w H G |BAR
6" |30 |20 |20 |10 | 5 |40 |20 |30 [10 | 6 |50 [30 [30 [10 | 5
g |35 |26 |20 {10 | 5 |45 |30 |30 [10 | 6 |60 |30 |40 |15 | 5
10" | 40 |30 |25 [10 | 5 |50 |40 |35 |15 | 5 |60 |40 |45 |15 | 5
12" | 40 | 35 |30 |15 | 5 |50 |40 [35 [ 20 | 5 [70 |40 |50 |25 | 5

NOTES:

1. DIMENSIONS L, W, H, AND G ARE IN FEET.

2. THRUST BLOCK DIMENSIONS BASED ON 150 PSI TEST PRESSURE AND CONCRETE OF 150 PCF.

3. EXPOSED STIRRUPS SHALL BE WRAPPED WITH 10 MIL VISQUINE.

4. THRUST BLOCKS SHALL BE CLASS 520-C-2500 PCC.

5. FLANGES, NUTS & BOLTS SHALL BE CLEAR OF CONCRETE.

6. MECHANICAL JOINT RESTRAINTS ARE ALLOWED WITH THE APPROVAL OF THE CITY ENGINEER.

7. STIRRUPS TO BE AS SHOWN IN TABLE ABOVE.
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